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SPECIAL CONDITIONS FOR OPERATING PERMIT

1. PERMITTED ACTIVITIES

In accordance with the provisions of 310 CMR 7Ap@iendix C and applicable rules and regulations, th
Permittee is authorized to operate air emissiotsues shown in Table 1 and exempt, and insignifican
activities as described in 310 CMR 7.00:Appendi®)@() and (i). The units described in Table 1 afgext

to the terms and conditions shown in Sections dn#,6 and to other terms and conditions as spdadiii this
Permit. Emissions from the exempt activities shalincluded in the total facility emissions for gmmission-
based portion of the fee calculation describedLid GMR 4.00 and this Permit.

A. DESCRIPTION OF FACILITY AND OPERATIONS

The Kendall Cogeneration Station (“Kendall Statjon$ located at 265 First Street in Cambridge,
Massachusetts and began service in 1946 and wasreatdy the Permittee in 2010. Two large steam
boilers, designated Emission Unit 2 (EU2) and Egherate steam that is used in one of the threenste
turbines to produce electricity. The combined cycldine cogeneration unit, designated EU4, is bkpa

of producing electricity and steam. As part of tlectrical generating system, Kendall Station tag f
hydrogen cooling systems. Each of the three steahine generators and a gas combustion generator is
equipped with its separate hydrogen cooling systéne Permittee operates a combustion gas turbine,
designated EU-S6, for use as a low mass emitteVlE’l) unit during the ozone season under the Federal
EPA Regulations at 40 CFR Part 75. The total ptantminal electrical rated output is 267 megawatts
(MW). Kendall Station also houses several solvemtgpwashers that are subject to Regulation 310 CMR
7.18(8) — Solvent Metal Degreasing. Each applicabiéssion unit, with the designation “EU” is iddietd

in Table 1 below.

The Permittee operates Kendall Station in a mattngenerate a potential to emit greater than 56 jn
year of oxides of nitrogen (NOx). As such, EU2, E&l3l EU-S6 at Kendall Station are subject to NOx
Reasonably Available Control Technology (RACT) da03CMR 7.19. MassDEP issued a NOx RACT
Emission Control Plan (ECP) Approval to the Pemmiton March 30, 1998. The Permittee’s NOx RACT
ECP Approval was modified and updated on May 5928002 and EU3 are subject to NOx RACT for large
boilers, under 310 CMR 7.19(4)(a)3.b, and shall glgnwith a NOx emission limit of 0.28 pounds per
million British thermal units and a carbon monoxi@0O) emission limit of 200 parts per million (ppm)
corrected to 3 percent oxygen. EU-S6 is subjetd@x RACT for Stationary Combustion Turbines under
310 CMR 7.19(7)(a)2 and shall comply with NOx an@d €mission limits both at 100 ppm, corrected to 15
percent oxygen. In addition, during low load opieraf less than 10 MW for “black start use” ortieg,
EU-S6 shall comply with a CO emission limit of 590m corrected to 15 percent oxygen.

EU2 and EU3 are subject to the Maximum Availabl@@sd Technology (MACT) Regulations for Utility
Boilers pursuant to 40 CFR Part 63, Subpart UUUUU.

On September 10, 2001, MassDEP issued the PSDtpApplication No. MBR-00-COM-029 for EU4 to
the Permittee, because EU4 is one of the 28 ddsidjRSD stationary source categories, namely d fosk
fired steam electric plant of more than 250 mill®tu/hr heat input.

EU4, the cogeneration unit, uses natural gas aprih@ary fuel source that is converted to both teieal

and useful thermal energy in the form of steamsTdunversion process utilizes fuel energy effidient
Natural gas fuels a gas combustion turbine thatsspigenerator that produces approximately 180 MW o
electricity. The waste heat from the combustiorbing is sent to a Heat Recovery Steam Generator
(HRSG) where steam is produced. Steam from the HRS@nt to three steam turbines onsite that gamera
approximately 64 MW of electricity and process ste®rocess steam that is produced as a byproduct of
generating electricity in the steam turbines bemahermal energy source to hundreds of commercial
entities throughout Cambridge and Boston.
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The emission limits for EU4 are contained in FiAglproval Application No. MBR-00-COM-029, dated
December 1, 2003. Revisions to this Approval angaoed in the unit's Test Approval, dated November
14, 2007, and a Modified Test Approval, dated Augyy2009. EU4’s air emission limits for the follow
pollutants are listed below: The NOx emission limi2.0 ppm while combusting natural gas and 6. pp
while combusting distillate oil. The CO emissiomiti is 2.0 ppm while combusting natural gas and 4.7
ppm while combusting distillate oil. The NH3 em@@ss limit is 2.0 ppm while combusting either natura
gas or distillate oil. The remaining emission lisnénd startup/shutdown limits are found in Tablebw.

All emission limits above are in ppm by volume &tgdercent oxygen.

EU4 is subject to the Federal New Source Perform&tandards (NSPS) Regulations for Combustion
Turbines pursuant to 40 CFR Part 60, Subpart GA'€HRSG, designated EU4/HRSG-1, is subject to the
NSPS Regulations for Electric Utility Steam Geniagatnits, pursuant to 40 CFR Part 60, Subpart Da.

EU-S6 is subject to the Federal Compliance Asserafanitoring (CAM) requirements, 40 CFR Part 64e Se
Table 4 — Monitoring and Testing Requirements, Iidon 24. EU4 is exempt from the Compliance
Assurance Monitoring (CAM) Regulations under 40 GFdet 64.2(b)(vi) since the facility is equippedé
Continuous Emissions Monitoring System (CEMS) f@»\ CO and NH3. The remaining EUs are not
subject to the CAM requirements.

EU7 which are three parts washers are subjecetMtissDEP Regulation 310 CMR 7.03(8) under Plan
Approval Exemption and 310 CMR 7.18(8)a under Suiwetal Degreasing. The solvent consumption rate
for each parts washers is required to be lessi@aryallons per month to fulfill the Plan Approval
Exemption. In addition, the solvent used is requttemeet a vapor pressure that does not exceedr.bBlg
measured at 20°C.

EU8 is an emergency diesel fire pump that is stiltijethe Federal Reciprocating Internal Combuskagine
(RICE) Regulation - 40 CFR Part 63 Subpart ZZZZdanajor source under Maximum Available Control
Technology (MACT).

EU2, EU3, and EU4 are subject to the requiremeinhase Il of the Federal Acid Rain Program as
defined by EPA in 40 CFR Part 72. Pursuant to 4R @&rts 72.71 and 72.73, and 310 CMR 7.00:
Appendix C(3)(n), MassDEP is the permitting auttyofor Phase 1l Acid Rain Permits. MassDEP issued
an initial Phase Il Acid Permit for the facility @ecember 22, 1997 and renewed said permit on danua
28, 2003. MassDEP is renewing this permit hereé® Section 5 - Special Terms and Conditions urider t
Federal Acid Rain Program.

The Permittee is subject to and shall comply with Massachusetts Clean Air Interstate Rule (CABR)
CMR 7.32 and has submitted a CAIR emission comdpplication pursuant to 310 CMR 7.32(3) for the
EUs at Kendall Station.

Permittee’s facility-wide hazardous air pollutaftsAP) emissions are above the major thresholdsafor
individual HAP of 10 tons per year and the comborabf HAPs of 25 tons per year. As such, EUS8 lgjestt
the RICE Regulation for the major source category.

Tables 3, 4, 5, 6, and 8 of this Operating Peromitain the air quality requirements and regulattonshich
the Permittee’s Kendall Station is subject. Tabiecludes the non-applicability determinations.

2. EMISSION UNIT IDENTIFICATION

The following emission units (Table 1) are subjecind regulated by this Operating Permit:

Table 1
Emission  [Description of Emission Unit EU Design Capacity Pollution Control Device (PCD)
Unit (EU#)
||EU2 Babcock & Wilcox Boiler No.2 273 MMBtu per hou None
IEU3 Babcock & Wilcox Boiler No.3 409 MMBtu per hou
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Table 1
Emission  [Description of Emission Unit EU Design Capacity Pollution Control Device (PCD)
Unit (EU#)
EU4 Combined Cycle Combustion Turbine: |2,372 MMBtu per hour
General Electric 7241 FA (~180 MW) Dry Low NOx combustor (PCD-1
Supplemental duct burners for Heat 350 MMBtu per hour o
Recovery Steam Generator (HRSG)  |(~64 MW) HRSG houses a CO oxidation
catalyst (PCD-2), Nkinjection grid|
(AlG), and SCR catalyst (PCD-3)
EU-S6 Turbo Power Marine Combustion Turbing08 MMBtu per hour Water Injection System (PCD-4)
No.1 (~23 MW)
EU7 Parts Washers Solvent consumption <1QNone
gallons per month
EUS8 Perkins Emergency Diesel Fire Pump 1.0 MMBtuhmeir None
Table 1 Footnote:

MMBtu = million British thermal units, MW = megawiat
SCR = selective catalyst reduction

3. IDENTIFICATION OF EXEMPT ACTIVITIES
The following are considered exempt activities st@adance with the criteria contained in 310 CMRO7.
Appendix C(5)(h):
Table 2
Description of Current Exempt Activities Reason

The list of current exempt activities is containied the
Operating Permit application and shall be updatgdhie
Permittee to reflect changes at the facility ove permit
term. An up-to-date copy of exempt activities Bbiall be
kept on-site at the facility and a copy shall bbrsifted to

the MassDEP’s Regional Office. Emissions from these

activities shall be reported on the annual emissgatemeng

pursuant to 310 CMR 7.12.

310 CMR 7.00 Appendix C(5)(h)

4., APPLICABLE REQUIREMENTS
A. OPERATIONAL AND/OR PRODUCTION EMISSION LIMITS AND BSTRICTIONS
The Permittee is subject to the limits/restricti@ontained in Table 3 below:
Table 3
EU# Fuel/Raw Pollutant Operational and/or Production Limits Emissions Applicable
Material Limits/Standards | Regulation
and/or
Approval No
EU2, [Natural gaand CO2 Hold CO2 allowances | Emission Contro|
EU3,EU4[No. 2 or No. 6 fuel available for complianceSgq  Plan (ECP)
EU-S6 |0il <0.30% S by wi Footnotes A and B) Transmittal No.
for EU2 and EU3 X223523, 310
only. No. 2 oil for CMR
EU4 and EU-S6 7.70(1)(e)3.a.
only. CO2 allowance transfers| EC P Transmi

ftal
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Table 3

EU# Fuel/Raw

Material

Pollutant

Operational and/or Production Limits

Emissions
Limits/Standards

Applicable

Regulation
and/or

Approval No

No. X223523, 31
CMR 7.70(7)

EU2, EU3No. 2 orNo.6 Fueg
Oil <0.30% Sby wt
percent

or natural gas

PM

<0.12 lIb/MMBtu

310 CMR 7.02(4

NO,

<0.28 Io/MMBt?

310 CMR

7.19(4)(a)3.b.

MBR-94-COM-
019

Cco

<200 ppmvd@ 3% &
0.16 Io/MMBtu (oilf
0.15 Ib/MMBtu (gas)

310 CMR
7.19(4)(®
MBR-94-COM-
019

S in Fuel

_<0.3% sulfur

MBR-94-COM-
019

EU-S6 [No.2 Fuel Oi

<0.05% S by wt.

NOy

NA

<100 ppmvd@ 15% &

310 CMR

7.19(7)(a)2.b.

MBR-94-COM-
019

Water injection versus fuel flow rates for loadsaer than 1|
MW Water to fuel ratio calculated over three haveraging|

period

See Table 4, Item No.24

40 CFR 64
Compliance
Assurance
Monitoring

CcO

<100 ppmvd@ 15% £

310 CMR
7.19(7)(a)2.c.
MBR-94-COM-
019

Sin Fuel

<0.05% sulfur

MBR-94-COM-
019

CcO

Low Load Operation at less than 10 MW

<500 ppmvd@ 15% &

310 CMR
7.19(7)(a)4.
MBR-94-COM-
019

EU2, EU3
EU-S6

Natural gas,
No. 2 or No. 6 fue
Qil <0.30% S by wi.
for EU2 and EU3.

No.2 Fuel Oil
<0.05% S by wt. fol
EU-S6.

Opacity

<20%, except 20% to <40
for <2 minutes during any

hour

% 310 CMR
1 7.06(1)(b)

)
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Table 3
EU# Fuel/Raw Pollutant Operational and/or Production Limits Emissions Applicable
Material Limits/Standards | Regulation
and/or
Approval No
EU4 Natural gas NOx, VOC, CO Startup, shutdown, and fuel transition periods|dfeale a MBR-00-COM-
(primary) NH3, PM maximum duration of 4 hours. Partial hours are @etl. 029
0.8 grains S per 1 NOx Maximum firing rate is 18, 912 million cubic fee¢pl2 mont| 2.0 ppmvd @ 15% &2 | MBR-00-COM-
cubic feet rolling period when operating at 100% load with tiiring at 0.0074 Ib/MMBtd 0292
averageemperature of 50° F ambient.. Operate at 50% do 18.4 Ib/hr
greater excluding startup, shutdown and malfunction
NOX startup limits 100 ppmvd @ 15% H? | MBR-00-COM-
0.37 Ib/MMBt? 029
400 Ib/hr
co 2.0 ppmvd @15% &2 | MBR-00-COM-
0.0045 lb/MMBtu? 029
11.2 Ib/hr
CO Startup Limits 500 ppmvd @15% © MBR-00-COM-
first hour 1.12 Ib/MMBtu 029
800 Ib/hr
CO Startup Limits 100 ppmvd @15% © MBR-00-COM-
after firsthour and u 0.224 Ib/MMBtu 029
to four hours 400 Ib/hr
SQ 0.0022 Ib/MMBtu MBR-00-COM-
5.7 Ib/hr 029
PM/PM10 0.011 Ib/MMBtu MBR-00-COM-
Including 17.0 Ib/hr 029
startups/shutdown
VOC (duct unfired) 1.0 ppmvd @15% © | MBR-00-COM-
0.0013 Ib/MMBtu 029
2.8 Ib/hr
VOC (duct fired) 1.5 ppmvd @15% ©
0.002 Ib/MMBtu
5.0 Ib/hr
VOC Startup Limits] 10.0 ppmvd @15% O | MBR-00-COM-
0.013 Ib/MMBtu 029
16.6 Ib/hr
NH; 2.0 ppmvd @15% &2 | MBR-00-COM-
0.0027 Ib/MMBtu 029
6.7 Ib/hr
EU4 No. 2 Fuel Oil NOx < 12,198,857 gallons per 12 month roling period 6.0 ppmvd @15%&* | MBR-00-COM-
0.05% S by wt. (equal to 720 hours per year) 0.023 Ib/MMBtu 0292
Operate at 50% load or greater excluding startugtdewn 54.6 Ib/hr
and malfunction.
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Table 3
EU# Fuel/Raw Pollutant Operational and/or Production Limits Emissions Applicable
Material Limits/Standards | Regulation
and/or
Approval No
EU4 No. 2 Fuel Oil | NOx Startup Limit 250 ppmvd @15%¢}? | MBR-00-COM-
0.05% S by wt. 1.0 Ib/MMBtu 029
914 Ib/hr
co 4.7 ppmvd @15% &2 | MBR-00-COM-
0.011 Ib/MMBtu 029
26.1 Ib/hr
CO Startup Limit 1000 ppmvd @15% 5?2 | MBR-00-COM-
2.6 Ib/MMBtu 029
1100 Io/hr
PM/PM10 0.034 Ib/MMBtu MBR-00-COM-
50 Ib/hr 029
PM/PM10 startup 0.034 Ib/MMBtu MBR-00-COM-
limit 33 Ib/hr 029
VOC (duct fired) 2.5 ppmvd @15% © MBR-00-COM-
0.003 Ib/MMBtu 029
8.2 Ib/hr
VOC (unfired)® 1.5 ppmvd @15% ©
0.002 Ib/MMBtu
4.7 Iblhr
VOC Startup Limit 10.0 ppmvd @15% O | MBR-00-COM-
0.0135 Ib/MMBtu 029
13 Ib/hr
NHs 2.0 ppmvd @15% & | MBR-00-COM-
0.0028 Ib/MMBtu 029
6.9 Ib/hr
S02 0.050 Ib/MMBtu MBR-00-COM-
124 Ibs/hr 029
Natural gas and No. Opacity 510%5, except >10 to 20%| MBR-00-COM-
2 fuel oil at 0.05% during startups and shutdo 029
by wt. based on a six-minute average
NOx 93.6 TPY MBR-00-COM-
029
co 54.4TPY MBR-00-COM-
029
voc 22.6 TPY MBR-00-COM-

029
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Table 3
EU# Fuel/Raw Pollutant Operational and/or Production Limits Emissions Applicable
Material Limits/Standards | Regulation
and/or
Approval No
EU4 SQ 64.7 TPY MBR-00-COM-
029
PM/PMy 86.3 TPY MBR-00-COM-
029
NH; 29.4 TPY MBR-00-COM-
029
NOx 75 ppmvd 40 CFR
60.332(a)(1)
SO2 0.015 percent by volume 40 CFR 60.333
EU7 N A VOC Solvent usage less than 100 gallons per month. Maximum solvent vapor | 310 CMR 7.03(8|
pressure is 1.0 mm Hg aj310 CMR 7.18(8)a
20°C.
EU8 uLsb Maintenance and testing is limited to 300 hoursyear. None 40 CFR Part 6
=0.0015 % S by wi. See Monitoring and Record Keeping Tables. Subpart 2277
starting 5/3/2013
Facility- All Fuels
wide S02 The SQ emission rate shall not exceed 379.6 Ib/ hr fer th  See Operational Limits [ACO-NE-94-700}
following time periods in a given day: 6:00 AM t6:00 AM
and 3:00 PM to 9:00 PM. For the remaining 14 hofithe
day the S@emission rate shall not exceed 225.4 Ib/ hr as
required by
ACO-NE-94-7001.
NOx The facility-wide long term emission limit iestricted 389.2 TPY MBR-00-COM-
029
VOC The facility-wide long term emission limit iestricted 32.3 TPY MBR-00-COM-
029
Smoke <No.1 of Chaﬁ, except No. 310 CMR
to <No.2 of Chart for € 7.06(1)(a)
minutes during any 1 hou
Greenhouse Gagés N/A N/A 310 CMR
7.71(state only)
SO, <1.2 Ib/MMBtu 310 CMR 7.22
EU2,EU3, CO, See Special Terms and Conditions Section 5. 3R C.70
EU4, EU-
S6

NO, = Nitrogen Oxides

CO = Carbon Monoxide

VOC = Volatile Organic Compounds

SO, = Sulfur Dioxide

PM = Total Particulate Matter
PM,o = Particulate Matter less than or equal to 10 onisrin diameter
PM, 5 = Particulate Matter less than or equal to 2.5omis in diameter

NH; = Ammonia

Opacity = exclusive of uncombined water vapor?
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Ibs/MMBtu = pounds per Million British thermal uasit

Ibs/hr = pounds per hour

ppmvd @ 3% O2 = parts per million by dry volumerreoted to 3 percent oxygen
@15% O2 = at 15 percent oxygen

< =less than

< = less than or equal to

% = percent

wt. = weight
Table 3 Footnotes:
A Compliance with C@allowances shall be based on the control peribd.cbntrol period is a three-calendar-year

time period, unless extended to four years uponroence of a Stage two trigger event. Control pkdand Stage
two trigger event are defined at 310 CMR 7.70(1}B3tate only”.

B Hold CG; allowances available for compliance deductionseur8.0 CMR 7.70(6)(e), as of the g@llowance
transfer deadline, in the source’s compliance atcouan amount not less than the total,@missions for the
control period from all C@budget units at the source, as determined in daoce with 310 CMR 7.70(6) and

(8).
1 Compliance with emission limit(s)/standard(s) sbhalbased on one-hour block averaging time.

2 Compliance with emission limit(s)/standard(s) slhallbased on calendar day average for Units EUZat8land
based on a one-hour average for EU4 from the CEMS.

3 Chart means the Ringelmann Scale for grading thsityeof smoke, as published by the United Statee®u of
Mines and as referred to in the Bureau of Minesrnftion Circular No. 8333, or any smoke inspectjoide
approved by the MassDEP.

4  Compliance shall be determined by 40 CFR 60 AppeaAdviethod 9.

5 Compliance shall be determined by COMS pursuaddt€FR 60 Appendix B, Performance Specificatio@dmpliance
with the opacity standard shall be based on a Biytmaveraging time.

6 Duct burners providing supplemental heat for thatHRecovery Steam Generator serving combined tydiene EU4 are
subject to 40 CFR Part 60 subpart Da as a restitediRSG maximum firing rate of 350 MMBtu/hr. Esibn levels are
expected to fall well below the applicable sub@atemission limits based on performance testingtses

7 Emission limits during steady state operations are-hour block averages and do not apply duringugtishutdown,
malfunctions, and equipment cleaning.

8 If the gas turbine operates at below 50% load thei¥OC emissions shall be considered as occuatitite rate established
during the initial stack test for start up condiso If the gas turbine operates at 50% or gréaaer and the CO emissions
are below the CO emission limit, then the VOC einiss shall be considered as meeting the emissiatslcontained in
this Operating Permit, subject to correlation aseligped between CO and VOC emissions.

9 Facility-wide emissions are given in tons per ngllconsecutive 12 month period. To calculate timisumt of a consecutive
12 month rolling period take the current calendantin amount and add it to the previous 11 calemmienths total amount.

10 Cold startup occurs when the turbine has not heapération for a period of more than 48 hours.rétmn below 50%
power is limited to no more than 4 hours duration dach startup, shutdown, malfunction and fueisiteon or for a
duration that may be otherwise practical to achisgenal operationRefer to both of MassDEP’s approvals: Test
Approval, dated November 14, 2007, Modified Tespfgval, dated August 7, 2009, under Application Ni&R-00-
COM-029 for more details on the startup/shutdowmit§.
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11 Shutdown is the condition of bringing the turbinanfi 50% load to fuel cut off.

12 In accordance with 310 CMR 7.22(1), compliance asdal on an annual calendar average. Complianceswifir
content in fuel will demonstrate compliance witisthpplicable requirement.

13 This approval subsumes the Federal regulation 4R 6%:332(a)(1), Subpart GG requirement for the N@xssion
limit of 75 ppm.

14 Greenhouse Gameans any chemical or physical substance thahitegl into the air and that the department may
reasonably anticipate will cause or contribute limate change including, but not limited to, E@H,, N,O, Sk,
hydrofluorocarbons (HFCs), and perfluorocarbons(@®FC

B. COMPLIANCE DEMONSTRATION
The Permittee is subject to the monitoring/testiegord keeping, and reporting requirements asagwed in Tables 4, 5,
and 6 below and 310 CMR 7.00: Appendix C (9) arf,(@s well as the applicable requirements cordaim&able 3:

Table 4
EU# Monitoring and Testing Requirements

EU2, EU3 1) In accordance with 310 CMR 7.14(2) and 310 CMB®{@3)(a)1., compliance with N@mission limits/standar|
shall be demonstrated with Continuous Emissionsitdong Systems (CEMS). The N@EMS shall meet the
requirements specified in 310 CMR 7.19(13)(b). R@x CEMS shall comply with 40 CFR Part 60, Appen8lix
(Performance Specifications), and 40 CFR Part §8eAdix F (Quality Control Procedures), or altewelsi as
allowed under 310 CMR 7.19(13)(b), NOx emissioredldke monitored in accordance with the Acid RaiogPam
40 CFR Part 72, pursuant to the procedures in 4 &t 75. Use Part 75 procedures to gather argrardata,
provide quality assurance and quality control ieoito determine compliance with 310 CMR 7.19, pkteat the
missing data routine and bias adjustment factantagred in 40 CFR Part 75 need not be applied CH&S shall
be calibrated, tested, and maintained in accordaithehe manufacturer’'s, MADEP, and Federal U.\EP
requirements.

2) In accordance with 310 CMR 7.19(13)(a)1., coamgle with CO emission limits/standards shall healestrated
with CEMS as specified in 310 CMR 7.19(13)(b). G@issions shall be monitored as specified in 310 CMR
7.19(13)(b)1 through 7.19(13)(b)12. Monitor CO esiuas with CEMS certified in accordance with thef@enancy
specifications contained in 40 CFR Part 60, AppeBdand use the procedures contained in 40 CFR6Part
Appendix F to comply, provide quality assurance quality control. The CEMS shall be calibratedtgdsand
maintained in accordance with the manufactureras$lDEP, and Federal U.S EPA requirements.

3) In accordance with 310 CMR 7.19(13)(b), thelifganust obtain valid data for at least 75% o tours per day,
75% of the days per month, and 90% of the hoursgjparter during which the emission unit is operatin

4) In accordance with 310 CMR 7.19(13), the Pexengthall calculate a calendar day average frorock Iblourly
average for each hour the emissions unit is operailock hourly averages shall be calculated fedteast 3 data
points, generated by a CEMS at 15 minute interwads each one-hour period, unless the alternatv@ER Part 75
procedures are used to form hourly averages, @seall under 310 CMR 7.19(13)(b).
5) In accordance with 310 CMR 7.14(2) and the A&h Program 40 CFR Part 72, monitor,®@nissions by using
fuel sampling and analysis methodologies pursue#®tCFR Part 75. Compliance with 40 CFR Part &8 sh
constitute compliance with this requirement.

6) In accordance with the Acid Rain Program 40 Gf&iR 72, monitor flue gas volumetric flow or attatively as
allowed under Appendix D, conduct fuel oil and makgas fuel analysis and volumetric fuel flow measnents
pursuant to 40 CFR Part 75 and use the procedongsiced therein to gather and analyze data, peayichlity
assurance and quality control.

7) In accordance with 310 CMR 7.14(2) and the A#ih Program 40 CFR Part 72, measure carbon @idgic))
in the flue gas with CEMS. The GGEMS shall meet the requirements of 40 CFR Paith @bder to convert NOx
ICEMS data to units of the applicable emission stedglas specified in Table 3. Compliance with 4R G&art 75
shall constitute compliance with this requirement.

8) In the event that CEMS are inoperative, comptih W0 CFR Part 75, Subpart D as follows:

- Determination of C@emissions from fuel sampling and analysis as aoedan 40 CFR Part 75, Appendix G,
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Table 4
EU# Monitoring and Testing Requirements
EU2, EU3 whenever Continuous emissions data is unavailable for rtttaa 72 hours.

- Determination of heat input from fuel samplinglamalysis as contained in 40 CFR Part 75, Apperdixheneve
CO, continuous emissions data is unavailable for riteaa 72 hours.

9) In accordance with 310 CMR 7.14(2) and the A&h Program 40 CFR Part 72 and 40 CFR Part 75pliamee
with opacity shall be demonstrated utilizing Contins Opacity Monitoring Systems (COMS). The opaCiBMS
shall meet Performance Specification 1 of 40 CFR 6% Appendix B.

10) In accordance with 310 CMR 7.04(2)(a), opecatginuously and maintain in an accurate operatorglition
smoke density indicators equipped with audiblenataand recorders that signal the need for combustiaipment
adjustment or repair when the smoke density isléqua greater than No. 1 of the Chart. Compléawith 40 CFR
Part 75 for opacity monitoring shall constitute gdiance with this requirement.

11) Monitor NQ with CEMs meeting the requirements of 40 CFR Payiand use the procedures contained thefein
to gather and analyze data, provide quality asserand quality control. Compliance with 40 CFR Rarshall
constitute compliance with this requirement. Monftue gas mass or volumetric flow with a CEfli8v monitoring
systems pursuant to 40 CFR Part 75 and use thedhmes contained therein to gather and analyze platdde
quality assurance and quality control.

12) In accordance with 310 CMR 7.04(4)(a), inspext maintain fuel utilization facility in accordanwith
manufacturer's recommendations and test for effigperation at least annually.

EU2, EU3, EU413) In accordance with 310 CMR 7.70(8)(a)l.a. amds&ion Control Plan (ECP) Transmittal No. X2235p3tall
all monitoring systems necessary to monitor, @@ss emissions in accordance with 40 CFR Paext®pt
equation G-1in Appendix G shall not be used tomeitee CQ emissions under 310 CMR 7.70(8). (State only
requirement)

14) In accordance with 310 CMR 7.70(8)(a)2.a.andskion Control Plan (ECP) Transmittal No. X223528ch
CO, budget unit that commenced commercial operatidorbeluly 1, 2008, must be in compliance with the
requirements of 310 CMR 7.70(8) by January 1, 2(8&te only requirement)

15) In accordance with 310 CMR 7.70(8)(h)1. and4sioin Control Plan (ECP) Transmittal No. X223528)rait
to the Department or its agent net electrical outf&tate only requirement)

16) In accordance with 310 CMR 7.70(8)(h)2.and Eiois Control Plan (ECP) Transmittal No. X223523% us
billing meters or an alternative method approvedhesyDepartment for quantification of net steanpautlf data
for steam output is not available, report heat ingaviding useful steam output as a surrogatesteam output.
(State only requirement)

17) In accordance with 310 CMR 7.70(8)(h)4.a.andsSimn Control Plan (ECP) Transmittal No. X22352f&
billing meter shall record the electric output.gttonly requirement)

18) In accordance with 310 CMR 7.70(8)(h)5.b. andgsion Control Plan (ECP) Transmittal No. X22352@,
thermal output monitoring system shall either meesystem accuracy of within 10% of the referendeejar
each component monitor for the output system sha#t an accuracy of within 3.0% of the full scadéue,
whichever is less stringent. (State only requiretihen

19) In accordance with 310 CMR 7.70(8)(h)5.c. anassion Control Plan (ECP) Transmittal No. X2235&8en
a component of output measurement equipment fajgsés an accuracy test, all data shall be replageither
zero or an output value that is approved as pahefonitoring plan required under 310 CMR 7.70(88.until
the component passes an accuracy test or is rephdatteanother piece of equipment that passesdberacy test|
(State only requirement)

EU-S6 20) In accordance with 310 CMR 7.14(2), nwriarameters indicative of N@eeting the requirements of 40 CfF
Part 75 Appendix E and use the procedures cont#ireeein to gather and analyze data, provide quatisurance
and quality control. Compliance with 40 CFR Pari&ffpendix E shall constitute compliance with tliguirement.
21) In accordance with 310 CMR 7.19(13)(d)3., namuantity of fuel oil burned each day, heat conte fuel oil,
and total heating value of the fuel oil consumeadefach day.

22) Conduct annual stack testing for NOx and CQHisrEU before Octobef'bf each year as per Regulations 31
CMR 7.19(13)(a)7 and 7.19(13)(c)5. As part of gtk testing program, The Permittee perform lawd lesting to
determine the low load condition that triggershigher CO limit of 500 ppmvd. The Permittee shetltee low load
operation as less than 10 MW.

23) Operate and maintain for EU-S6 a certifiedcipanonitor and recorder in accordance with EPRésformance

Py

=
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Table 4

EU# Monitoring and Testing Requirements

Specification 1 (PS-1) as referenced in 40 CFR6®arAppendix B.

24) In accordance with 40 CFR 64.3 Compliance fesste Monitoring (CAM) and the CAM plan submitteg b
the facility on June 19, 2009, monitor the watgedtion rates of EU-S6 to ensure it stays withia thnges
observed during the most recent annual complisgsteng to demonstrate compliance with NOx and C@&ion
limitations.

EU2, EU3 25) Calculate S@missions for EU2 and EU3 and hourly operationa fta EU-S6 to demonstrate compliance wjith
IACO-NE-94-7001 based on 40 CFR Part 75, AppendixeEhodology.
26) Monitor records of No. 6 fuel oil as requitegd310 CMR 7.19(13)(d)5.

EU4 27) In accordance with Plan Approval No. MBR@OM-029, CEMS and COMS shall be used as direcipiantce
monitors to demonstrate compliance with NOx, CO 3N&hd Opacity.

28) In accordance with Plan Approval No. MBR-0042029, the CEMS and COMS shall operate at all times
except for periods of CEMS and COMS calibrationaisezero and span adjustments, preventative mainte, an
periods of unavoidable malfunction.

29) In accordance with Plan Approval No. MBR-004#029, the CEMS shall obtain and record emissida &a
at least 75% of the emission unit's operating hpersday, for at least 75% of the emission uniisrating hours pefr
month, and for at least 95% of the emission uniperating hours per quaar, except for periods of CEMS calibrat
checks, zero and span adjustments, and prevensiveenance.

30) Monitor and record the sulfur content in ndtges on a daily basis or pursuant to any alteredtiel monitoring
schedule issued, in accordance with 40 CFR PaS@ipart GG 60.334(h).

31) Operate continuous monitors and alarm systerrad& the temperature at the inlet to the SCR aDd-&alysts
in accordance with Plan Approval No. MBR-00-COM-029

EU8 32) Effective 5/3/2013: Monitor the following ma@mance items: a) Track the hours of operation df eait to
ensure the change of oil every 500 hours of opmeratr annual, whichever comes first; b) Inspectlaganer every
1,000 hours of operation or annually, whichever esfiirst; and c) Inspect all hoses and belts ev@@yhours of
operation or annually, whichever comes first ampliaee as necessary. These items are required G¥R@Part 63,
Subpart Z277.

Facility-Wide |33) Monitor operations such that imftion may be compiled for the annual preparatice Source
Registration/Emission Statement Form as requiregililyCMR 7.12.

34) Conduct Emissions Compliance Testing (Stackii@s in accordance with 310 CMR 7.13, 310 CMR
7.19(13)(c), and 40 CFR Part 60, Appendix A (Metfi&dfor NOx, Methods 1 to 5 for PM, Method 3A foxy@en
(O,)) or any other testing, when requested by the BIaBsor EPA.

35) Opacity shall be determined in accordance with EBst Method 9, as specified in 40 CFR Part 6(peXglix A,
if and when requested by the MassDEP or EPA. Thkihad shall also apply to detached plumes.

36) Demonstrate compliance with 310 CMR 7.19 byiteoing all data relevant to 310 CMR 7.19(13)(@his
monitoring shall include, but not be limited to, @& performance evaluations, maintenance, and acdfuns, and
also excess emissions, daily fuel data, and fusdlr certifications.

37) In accordance with 310 CMR 7.00: Appendix C(@(binonitor sulfur of each new shipment of fuelretteived
Compliance with sulfur content can be demonstritezligh testing or maintaining a shipping receiptrf the fuel
supplier. The shipment certification or testingsoffur content of fuel oil shall be in accordandéwhe applicable
IAmerican Society for Testing Materials (ASTM) testthods or any other method approved by the MassDEP
EPA.

38) In accordance with 310 CMR 7.71(1) and Appendix)@&ablish and maintain data systems or record
keeping practices (e.g. fuel use records, SF6 udagementation, Continuous Emissions Monitoringt&ys for
greenhouse gas emissions to ensure complianceheitteporting provisions of M.G.L. c. 21N, ther@tite
Protection and Green Economy Act, St. 2008, c. 898, (State only requirement)
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Table 5

EU#

Record Keeping Requirements

EU2, EU3

1) Record on a continuous basis emissibNEX in accordance with the requirements of 3MRC7.14(2) and 310
CMR 7.19(13)(a)1.

2) Record on a continuous basis emissions of Gfadnrdance with the requirements of 310 CMR 73)#0)1. through
7.19(13)(b)12, 40 CFR Part 60, Appendix B, and ER®art 60 Appendix F.

3) In accordance with 310 CMR 7.04(4)(a), maintaitords of the fuel utilization facility annuasts for efficient
operation.

4) Record on a continuous basis fuel oil and m&gas flow in accordance with 40 CFR Part 75.

5) In accordance with ApproviIBR-94-COM-019,record on a continuous basis quantity of eachtfusded, heat inpuf]
of each fuel burned in accordance with the requergsiof 40 CFR Part 75.

6) Record on a continuous basisdd CQ in the flue gas in accordance with the requiresiehtt0 CFR Part 75.

7) Record the date and amount of time when CEMS ageiative in accordance with the requirements cEBR Parf75.

8) Record on a continuous basis opacity in accaelarith the requirements of 40 CFR Part 75 andBR Bart 60,
Appendix B.

9) Maintain records of COMS records required bYCHR Part 75 and 40 CFR Part 60, Appendix B.

10) Maintain records to demonstrate compliance WftO-NE-94-7001.

11) Maintain records of No. 6 fuel oil as requitgd310 CMR 7.19(13)(d)5.

12) In accordance with 310 CMR 7.70(8)(e)1. and€sion Control Plan (ECP) Transmittal No. X223528nply with
all record keeping and reporting requirements i @MR 7.70(8)(e), with all applicable record keepand reporting
requirements under 40 CFR 75.73, and with the rements of 310 CMR 7.70(2)(a)5. (State only Requoé@et)

13) In accordance with 310 CMR 7.70(8)(h)6.a. amdssion Control Plan (ECP) Transmittal No. X2235@3nply
with all output recordkeeping and reporting reqguieats in 310 CMR 7.70(8)(h) and with the requiretaerf 310
CMR 7.70(1)(e)5. and (2)(a)5. (State only requirethe

14) In accordance with 310 CMR 7.70(8)(h)6.b. andgsion Control Plan (ECP) Transmittal No. X223528ain datd
used to monitor, determine, or calculate net geiverdor ten years from the date reported. (Stalg cequirement)

EU2,EU3,EU4

15) In accordance with 310 CMR 7.70(8)(e)1. and€sion Control Plan (ECP) Transmittal No. X223528nply with
all recordkeeping and reporting requirements in @MR 7.70(8)(e), with all applicable record keeparg reporting
requirements under 40 CFR 75.73, and with the remeénts of 310 CMR 7.70(2)(a)5. (State only requast)

16) In accordance with 310 CMR 7.70(8)(h)6.a. andssion Control Plan (ECP) Transmittal No. X2235&3nply
with all output recordkeeping and reporting reqguieats in 310 CMR 7.70(8)(h) and with the requiretaearf 310
CMR 7.70(1)(e)5. and (2)(a)5. (State only requirethe

17) In accordance with 310 CMR 7.70(8)(h)6.b. andgsion Control Plan (ECP) Transmittal No. X22352%ain datd
used to monitor, determine, or calculate net geiwerdor ten years from the date reported. (Stalg cequirement)

EU2, EU3,EU-
S6

18) Maintain all records as required by 310 CMRO{LB)(d)3.

19) Maintain all stack test records on-site asregfeed in the combined Final Approval MBR-94-COMBGihd MBR-94;
COM-036.

20) Comply with all applicable record keeping riegments contained in 40 CFR 60, 40 CFR 72, 40 T6R

EU-S6

21) In accordance with 40 CFR 64.3 (CAM) and theMCglan submitted by the facility on June 19, 20@2ord the
water injection rate into EU-S6 during its steathte operation on a continuous basis.

22) In accordance with 40 CFR 64.3 (CAM) and theMCglan submitted by the facility on June 19, 208&jintain
records of inspection and maintenance activitieE0rS6 as detailed in the CAM plan.

EUS8

—

23) Keep records of the following maintenance item)drack the hours of operation of each unitrtsuee the change g
oil every 500 hours of operation or annual, whigresomes first; b) Inspect air cleaner every 1j0@@s of operation o
annually, whichever comes first; and c) Inspechaties and belts every 500 hours of operationruradly, whichever
comes first and replace as necessary. These itemsquired by 40 CFR Part 63, Subpart ZZZZ.

Facility-wide

24) In accordance with 310 CMR 7.00: Appendix C())maintain records of all monitoring data angpsarting
information required by this Operating Permit e $or 5 years from the date of the monitoring sl@mnmeasurement,
report or initial Operating Permit application.

25) Maintain records of COMS to demonstrate compkawith 310 CMR 7.06(1).

26) Maintain records such that information may tagiled for the annual preparation of a Source feggion/Emission
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EU#

Record Keeping Requirements

Statement Form as required by 310 CMR 7.12(3)(b).

27) Maintain records for Emissions Compliance Teg(Stack Testing), in accordance with 310 CMR 731® CMR
7.19(13)(c), and 40 CFR Part 60, Appendix A (Metfi&dfor NOx, Methods 1 to 5 for PM, Method 3A foxy@en (Q))
or any other testing if and when requested by theWEP or EPA.

28) Maintain records for opacity in accordance WA Test Method 9, as specified in 40 CFR Pard@pendix A, if
and when requested by the MassDEP or EPA. Thisadetlso applies to any detached plumes.

29) Maintain records of all data relevant to 310RCM19(13)(d). This data shall include, but notitmited to, CEMS
performance evaluations, maintenance, and adjustiaard also excess emissions, daily fuel datafuedupplier
certifications.

30) In accordance with 310 CMR 7.00: Appendix Gf)(, maintain records for sulfur content of eaetvishipment of
fuel oil received.

31) In accordance with 310 CMR 7.71 (6) b. ancttain at the facility for five years and make aafié to the
Department upon request copies of the documentafittiie methodology and data used to quantify domss (State
only requirement)

Table 6

EU#

Reporting Requirements

EU2, EU3

1) Submit to this Regional Office by tl@t8day of April, July, October, and January offeealendar year, a report
showing any excess emissions as measured by theS@#tkin the previous quarter along with all applite and
appropriate information as referenced in 310 CMB®(@3)(d)2.

2) Report as required by 40 CFR Part 75, Subpart G

3) NQ, emissions data should be reported directly to ERA%onal Computer Center mainframe computer in thattacceptab
to EPA. The deadline to submit data to EPA is @@sdhfter the end of each calendar quasarequired by 40 CFR Part. 75

4) Notification of quality assurance (QA) testisgrequired for Relative Accuracy Test Audits (RATAsd
IAppendixE/LME (Low Mass Emission) unit tests. Nication must be made at least 21days prior testieduled test datg
to the EPA as required by 40 CFR 75.61 and to thesIAEP’s Northeast Regional office, Attn: BWP Re@hief. If tests mus|
be rescheduled, 24 hours notice must be giverpexsfied in 40 CFR 75.61(a)(5).

5) A previously approved RATA protocol may be refered at the time of test notification provided tha referenced
protocol was completed in accordance with curréC&R Part 75 procedures, addressed all previogsM&P protocol
comments to the satisfaction of the MassDEP, ame o6 the information has changed. If a revisedqmol must be
submitted, it must be submitted at least 21 daigs o the scheduled test date.

6) A hardcopy of the QA RATA or Appendix E/LME testsults must be submitted to the MassDEP’s Nostheagional
office within 45 days of completion of tests. Tdlectronic results must be submitted in the quigrtdectronic data report
(EDR) as required by 40 CFR Part.75

7) Results from QA daily calibrations, quarteriydarity checks and Appendix D Fuel Flowmeter tastapplicable, must fje
reported electronically in the EDR submittal foe fjuarter in which the testing occas required by 40 CFR Part.75

EU-S6

8) In accordance with 40 CFR 64.3 (CAM) and the Cplsin submitted by the facility on June 19, 20@part
any excursions that are outside the normal wajection range as detailed in the CAM plan.

EU4

9) In accordance with Plan Approval MBR-00-C@RB, submit by the 30of the following month after each calendaf
quarter the facility CEMS and COMS excess emisdea or excursions from allowable operating coadgiduring the
previous calendar quarter. This report shall ineltiee duration, cause, the response taken, arairtbent of excess
emissions. Periods of excess emissions shall iaghedods of start-up, shutdown, malfunction, eraecy, equipment
cleaning, and upsets or failures associated wélethission control system or CEMS or COMS.

EU2,EU3,EU4

10) In accordance with 310 CMR 7.70(2)(a)5. and€sion Control Plan (ECP) Transmittal No. X223528;re
submission under the GBudget Trading Program shall be submitted, sigaad,certified by the CCauthorized
account representative. (State only requirement)

11) In accordance with 310 CMR 7.70(4)(a) and Eimis€ontrol Plan (ECP) Transmittal No. X223523, éacch
control period in which a C{budget source is subject to the £équirements of 310 CMR 7.70(1)(e)3., submit td

Department by the March 1 following the relevamtcol period, a compliance certification reporBoreau of Wast
Prevention at the MassDEP Boston office. The cosmgk certification shall contain, at a minimum, iteens listed im
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EU# Reporting Requirements

EU2,EU3,EU4 [310 CMR 7.70(4)(a)2. and 3. (State only requirement

12) In accordance with 310 CMR 7.70(6)(c) and Eimis€ontrol Plan (ECP) Transmittal No. X223523|duling the
establishment of a CQAllowance Tracking System account, all submissionthe Department or its agent pertaining
to the account, shall be made only by the, @@thorized account representative for the accqStdte only
requirement)

13) In accordance with 310 CMR 7.70(8)(d) and Emis€ontrol Plan (ECP) Transmittal No. X223523, €®,
authorized account representative shall submiterrinotifications to the Department and the Adntiatsr in
accordance with 40 CFR 75.61. (State only requirdgne

14) In accordance with 310 CMR 7.70(8)(e)1 and BimisControl Plan (ECP) Transmittal No. X223523npdy with
all recordkeeping and reporting requirements in GMR 7.70(8)(e), the applicable record keeping aambrting
requirements under 40 CFR 75.73 and with the reqents of 310 CMR 7.70(2)(a)5. (State only requaeth

15) In accordance with 310 CMR 7.70(8)(e)4.a.i. d&mission Control Plan (ECP) Transmittal No. X2235report
the CQ mass emissions data for the {fdidget unit that commenced commercial operatidorbeluly 1, 2008, in a]L

electronic format prescribed by the Administratorless otherwise prescribed by the Departmengdoh calendar
quarter beginning with the calendar quarter cogedianuary 1, 2009 through March 31, 2009. (Stalgrequiremen
16) In accordance with 310 CMR 7.70(8)(e)4.c. amdgSion Control Plan (ECP) Transmittal No. X2235a8)mit to
the Department or its agent a compliance certificain support of each quarterly report. (Statly eaquirement)
17) In accordance with 310 CMR 7.70(8)(h)6.a. amdssion Control Plan (ECP) Transmittal No. X2235@3nply
with all output recordkeeping and reporting reqguieaits in 310 CMR 7.70(8)(h) and with the requiretaar 310
CMR 7.70(1)(e)5. and (2)(a)5. (State only requirethe

18) In accordance with 310 CMR 7.70(8)(h)6.c. andgsion Control Plan (ECP) Transmittal No. X22352&mit
annual output reports in a spreadsheet both etéctdty and in hardcopy by March 1 for the immeedigtpreceding
calendar year to the Bureau of Waste PreventitimeallassDEP Boston office or the Department’s ag&tate only
requirement)

Facility-wide [19) Within 30 days after the close of each calendarter submit a "Fuel Use Report” to this Offietineating the
quantity of natural gas and fuel oil fired (on auHy basis) and the sulfur content of any fuebeitned (pounds of sui
per million B.t.u.) during said calendar quartdro8ld the Permittee instalhd operate a SO2 CEM system, the Per
shall, in lieu of the Fuel Use Report, submit witBD days after the close of each calendar quart&D2 CEM Excess
Emission Report" to the MassDEP delineating any 8@Bsion in excess of the limits set forth in Eablas required i
IACO-NE-94-7001.

20) Submit a Source Registration/Emission Statemoent to the MassDEP on an annual basis as regoy&d0 CMR
7.12.

21) In accordance with 310 CMR 7.13(1) and 7.13{2)etermined by the Department that stack testingcessary to
ascertain compliance with the Department’s reguitior design approval provisos, the Permitted shase such stacll
testing to be summarized and submitted to the Degeat as prescribed in the agreed to test protocol.
22) In accordance with 310 CMR 7.00: Appendix C(@Qxhe Permittee shall report summary of all rtanirig data and|
related supporting information to the MassDEP asti@very six months (January 30 and July 30 df ealendar year.
23) Submit Annual Compliance report to MassDEPBRA by January 30of each year and as required by General
Condition 10.

24) Promptly report to the MassDEP all instancegesiations from permit requirements (including bat limited to
testing for efficient operation, ignition timingyél sulfur and fuel ash content, emission limitagistandards, Standard
Operating and Maintenance Procedures) by telepbiofae, within three days of discovery of such déein, as provide
in 310 CMR 7.00: Appendix C(10)(f). (See Generah@ition 25).
25) In accordance with 310 CMR 7.19(13)(d)9., siilosompliance records within ten (10) days of weritrequest by thg
MassDEP or EPA.

26) Submit Emissions Compliance Testing (Stackiigpreports in accordance with 310 CMR 7.19(1)3)(c

27) All required reports must be certified by spensible official as provided in 310 CMR 7.00: Apgix C(10)(h).
28) In accordance with 310 CMR 7.71(5), by Apri"12010 and April 15 of each year thereafter report emissionfs of
greenhouse gases from stationary emissions soading, but not limited to, emissions from fagtstacks,
manufacturing processes and vents, fugitive emissiand other process emissions; and owned ordeastor
vehicles when stationary source greenhouse gasiemssare greater than 5,000 short tons CO2e. rRgmznhouse
gas emissions electronically in a format that camtcommodated by the registry. (state only reqerg)
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29) In accordance with 310 CMR 7.71(6), certifyagreouse gas emissions reports using a form provigdde
Department or the registry. (state only requiretent

30) In accordance with 310 CMR 7.71(7), by Decen®i&rof the applicable year submit to the Department
documentation of triennial verification of the gnbeuse gas emissions report. (state only requirgmen

C. GENERAL APPLICABLE REQUIREMENTS
The Permittee shall comply with all generally apglile requirements contained in 310 CMR 7.00 et. a&ed
310 CMR 8.00 et. seq., when subject.
D. REQUIREMENTS NOT CURRENTLY APPLICABLE
The Permittee is currently not subject to theofelhg requirements:
Table 7
Regulation Reason

310 CMR 7.16 Reduction of Single Occupant Commygdricle Use: Number of Employees ig
below the threshold level.

310 CMR 7.27 Superseded by 310 CMR 7.28 and 7.32

310 CMR 7.28 As of January 1, 2009, this regulaisamo longer applicable; it was superseded by
310 CMR 7.32.

40 CFR Part 63, Subpart UUUUU Under §63.9983 - dlegtric utility steam generating unit that hasahpability
of combusting more than 25 MW of coal or oil but dot fire coal or oil for more
than 10.0 percent of the average annual heat éhpirtg any 3 calendar years ot
more than 15.0 percent of the annual heat inpumgany calendar year .

5. SPECIAL TERMS AND CONDITIONS

The Permittee is subject to and shall comply wit following special terms and conditions thatrasecontained in Tables

3,4,5, and 6:

Table 8

Special Terms and Conditions

1) That should any nuisance condition(s) be geeetay the operation of this facility, then apprafeisteps will immediately be taken

by the Permittee to abate said nuisance condiji¢8{ate Requirement Only 310 CMR 7.01(1)).

2) Per data as supplied through the Permittee'safpg Permit application (MBR-95-OPP-022, TransahiNo. X227703) and
supplemental Operating Permit application (Febrdary2010), all EUs shall continue to emit prodwftsombustion through the
following flues with the following parameters:

Flue Height 175 feet

EU2 Flue Exit Diameter 10 feet
Stack Material Brick with gunite lining

Flue Height 175 feet

EU3 Flue Exit Diameter 9.6 feet
Stack Material Brick with gunite lining
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Special Terms and Conditions
Flue Height 32.5 feet
EU-S6 Flue Exit Diameter 10 feet x 14 feet
Stack Material Metal
Flue Height 250 feet
EU4 Flue Exit Diameter 16.75 feet
Stack Material Metal

3) To constitute a valid hour of data for CEMS, theleable NOx RACT 310 CMR 7.19(13) (b) 9 or Part data reductig
specification shall be used for the determinatibmeeting the data capture requirement in Tabler €4ch emission unit using CEM

4) The Permittee, if necessary, may operate itdostion gas turbine, EU-S6, for “black start usetiluSO-New England and
NSTAR begin the process of directing the power fidendall Station to aid in the restoration of dliedty flow into the power

grid system as stated in your Modified Approval pigation No. MBR-94-COM-019, dated May 5, 2009.

5) Massachusetts GBudget Trading Program, 310 CMR 7.70: The owneraior ofEU4 issubject to the Massachusetts £O
Budget Trading Program, 310 CMR 7.70 and shall dpmvjih all applicable requirements therein. Inactance with 310 CMR
7.70(3)(b), the C@authorized account representative shall submithgptete CQ budget emission control plan under 310 CMR

7.70(3)(c) covering EU4 to the MassDEP on or befargust 1, 2008.

Federal Acid Rain Program

EU2, EU3, and EU4 are subject to the requiremei®hase Il of the Federal Acid Rain Program aseefiby
EPA in 40 CFR Part 72. Pursuant to 40 CFR Parf&l7and 72.73, and 310 CMR 7.00: Appendix C(3)fm, t
MassDEP is the permitting authority for Phase IldARain Permits. The MassDEP issued an initial Phbas
Acid Permit for the facility on December 22, 199tlaenewed said permit on January 28, 2003. Mass®EP
incorporating the requirements of the renewal Phiagdeid Rain Permit into this Operating Permit Reval.

The Phase Il Acid Rain requirements will renewhiis Operating Permit Renewal.

Within 60 days of the end of each calendar ydwr facility must hold in its SQallowance account for each
EU at least one allowance for each ton of SO2 echitturing the previous year. An allowance is atéohi

authorization to emit SO2 in accordance with the&Aain Program.

If the facility has excess emissions in any calendar, it shall submit a proposed offset planeggiired under
40 CFR Part 77. In addition, the Permittee shatlgray penalties specified in 40 CFR Part 77 andptpmuith

the terms of an approved offset plan.

In accordance with 40 CFR Part 73, the Permittdesgnated representative may buy, sell, tradeaonsfer
allowances between EU accounts at any time, exmtpteen 60 days of the end of the calendar yeattend

completion of the annual S@llowance reconciliation for the preceding year(s)

The yearly allowance allocations as identified th @FR Part 73, Tables 2, 3, or 4 (as amended)dargified

below:

EU# YEAR
2010 and beyond
EU2 208
EU3 422
EU4 0

S.
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NOISE State-only requirement

The Permittee shall not allow the maximum comboratf plant generated and background ambient rexiseed 62 dBA
at any of the Receptor Locations listed below (Bagle and Note 1 below.).

Table: Noise Receptor Locations

Office Building Across Canal

Proposed Cambridge Research Park Residential

Esplanade Condominiums

MIT Sloan Dormitory

Day Care Center on Third Street

Linskey Way

Beacon Hill

PL-1 Property Line (SE)

PL-2 Property Line (S)

PL-3 Property Line (SW)

PL-4 Property Line (NW)

PL-5 Property Line (N)

PL-6 Property Line (NE)

Table Notes:

1. The lowest background levels (one hour) obskdvging either nighttime or daytime where the adével is
exceeded 90 percent of the timgylwhich is the level regulated by the Massachu&#iB Noise Policy.

2. The ambient & plant levels include the highesetls from an operating scenario, such as gaginiroil-firing.

3. The Massachusetts DEP Noise Policy limits neisenincreases to no more than 10 dBA over thambient
levels. Tonal sounds, defined as any octave teared Which exceeds the levels in adjacent octand$hy 3 dB or
more, are not allowed.

6. ALTERNATIVE OPERATING SCENARIOS

Table 9

Alternative Operating Scenarios

The Permittee did not request alternative operatiregarios in its Operating Permit application.

7. EMISSIONS TRADING

Table 10

Emissions Trading

A. INTRA-FACILITY EMISSION TRADING

The Permittee did not request intra-facilityigsions trading in its Operating Permit application
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A. INTER-FACILITY EMISSION TRADING

The Permittee did not request inter-facilityigsions trading in its Operating Permit application

8. COMPLIANCE SCHEDULE

The Permittee has indicated that the facility iscampliance and shall remain in compliance with épplicable
requirements contained in Sections 4 and 5.

In addition, the Perrmittee shall comply with ampphcable requirements that become effective dutiiregPermit term.
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GENERAL CONDITIONS FOR OPERATING PERMIT

9. FEES

The Permittee has paid the permit application msiog fee and shall pay the annual compliancenfeedordance
with the fee schedule pursuant to 310 CMR 4.00.

10. COMPLIANCE CERTIFICATION

All documents submitted to the MassDEP shall contattification by the responsible official of thytaccuracy, and
completeness. Such certification shall be in céangpk with 310 CMR 7.01(2) and contain the follogvianguage:

"I certify that | have personally examined the g and am familiar with the information contairia this document
and all attachments and that, based on my inqtittyase individuals immediately responsible foradhbing the
information, | believe that the information is traecurate, and complete. | am aware that thersignificant penalties
for submitting false information, including possbiines and imprisonment."”

The “Operating Permit Reporting Kit” contains ingttions and the Annual Compliance Report and Gemtibn and the
Semi-Annual Monitoring Summary Report and Certifica. The “Operating Permit Reporting Kit” is aladile to the
permittee via the MassDEP’s web sttép://www.mass.gov/dep/air/approvals/agforms.htm#o

(a) Annual Compliance Report and Certification

The Responsible Official shall certify, annually fbe calendar year, that the facility is in coraptie with the
requirements of this permit. The report shall bstmarked or delivered by January 30 to the Mass@ieRo the
Regional Administrator, U.S. Environmental ProtectAgency - New England Region. The report shall b
submitted in compliance with the submission requésts below.

The compliance certification and report shall diegcr

the terms and conditions of the permit that arebtisés of the certification;
the current compliance status and whether com@iaras continuous or intermittent during the repagrti

period;

ii. the methods used for determining compliance, inotyd description of the monitoring, record keeping
and reporting requirements and test methods; and

iv. any additional information required by the MassD&HBetermine the compliance status of the source.

(b) Semi-Annual Monitoring Summary Report and {fiedtion

The Responsible Official shall certify, semi-aniyah the calendar year, that the facility is inmggiance with the
requirements of this permit. The report shall bstmarked or delivered by January 30 and July 30eto
MassDEP. The report shall be submitted in compéamith the submission requirements below.

The compliance certification and report shall diégcr

iv.

V.

Vi.

Vil.

the terms and conditions of the permit that arebtieés of the certification;

the current compliance status during the repogigripd;

the methods used for determining compliance, inofud description of the monitoring, record keeping
and reporting requirements and test methods;

whether there were any deviations during the regpgeriod;

if there are any outstanding deviations at the tfteporting, and the Corrective Action Plan tmegly
said deviation;

whether deviations in the reporting period were/jongsly reported;

if there are any outstanding deviations at the tfieporting, the proposed date of return to caengk;
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viii.  if the deviations in the reporting period have neta to compliance and date of such return to
compliance; and

iX. any additional information required by the MassD&HBetermine the compliance status of the source.

11. NONCOMPLIANCE

Any noncompliance with a permit condition consttut violation of 310 CMR 7.00: Appendix C and Aeg, and
is grounds for enforcement action, for permit tewtion or revocation, or for denial of an OperatPgrmit
renewal application by the MassDEP and/or EPA. ddampliance may also be grounds for assessment of
administrative or civil penalties under M.G.L. ¢/21816 and 310 CMR 5.00; and civil penalties unibeG.L.
c.111, 8142A and 142B. This permit does not religneepermittee from the obligation to comply withyeother
provisions of 310 CMR 7.00 or the Act, or to obtaimy other necessary authorizations from other movental

agencies, or to comply with all other applicableléral, State, or Local rules and regulations, ddtessed in this
permit.

12. PERMIT SHIELD

(a) This facility has a permit shield providedtthiaperates in compliance with the terms and @@t of this permit.
Compliance with the terms and conditions of thisnpe shall be deemed compliance with all applicable
requirements specifically identified in Sections546, and 7 for the emission units as describetiérpermittee’s
application and as identified in this permit.

Where there is a conflict between the terms amdliions of this permit and any earlier approvapermit, the
terms and conditions of this permit control.

(b) The MassDEP has determined that the Permgteet currently subject to the requirements liste®ection 4,
Table 7.

(c) Nothing in this permit shall alter or affebetfollowing:

(i) the liability of the source for any violatiasf applicable requirements prior to or at the tiofigoermit
issuance.

(i) the applicable requirements of the Acid RBilogram, consistent with 42 U.S.C. 87401, §408(a);
(iii) the ability of EPA to obtain information ued42 U.S.C. 87401, §114 or 8303 of the Act.

13. ENFORCEMENT

The following regulations found at 310 CMR 7.02(8)(able 6 for wood fuel, 7.04(9), 7.05(8), 7.0€do, 7.10

(noise), 7.18(1)(b), 7.21, 7.22, 7.70 and any d@mis) designated as "state only" are not fedeaaiforceable because
they are not required under the Act or under arigsapplicable requirements. These regulatiodscamditions are not
enforceable by the EPAitizens may seek equitable or declaratory retiefriforce these regulations and conditions
pursuant to Massachusetts General Law ChapterSxction 7A.

All other terms and conditions contained in thermit, including any provisions designed to liraitfacility's
potential to emit, are enforceable by the MassEFR, and citizens as defined under the Act.

A Permittee shall not claim as a defense in aoreafment action that it would have been necesedrglt or reduce
the permitted activity in order to maintain compta with the conditions of this permit.

14. PERMIT TERM

This permit shall expire on the date specifiedt@ncover page of this permit, which shall notdter than the date
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five (5) years after issuance of this permit.
Permit expiration terminates the Permittee's righbperate the facility's emission units, congguipment or

associated equipment covered by this permit, ualésaely and complete renewal application is sttedhiat least
6 months before the expiration date.

15. PERMIT RENEWAL

Upon MassDEP's receipt of a complete and timelyiegipn for renewal, this facility may continue tperate
subject to final action by the MassDEP on the reiepplication.

In the event the MassDEP has not taken final matio the Operating Permit renewal application ptiothis
permit's expiration date, this permit shall remaireffect until the MassDEP takes final action twe tenewal
application, provided that a timely and completeergal application has been submitted in accordaitte 310
CMR 7.00: Appendix C(13).

16. REOPENING FOR CAUSE

This permit may be modified, revoked, reopened raissued, or terminated for cause by the MassartRor
EPA. The responsible official of the facility megquest that the MassDEP terminate the facilitgsr@ing Permit
for cause. The MassDEP will reopen and amend #risipin accordance with the conditions and procesiunder
310 CMR 7.00: Appendix C(14).

The filing of a request by the Permittee for arefating Permit revision, revocation and reissuaacérmination,
or a notification of a planned change or anticigatencompliance does not stay any Operating Peonition.

17. DUTY TO PROVIDE INFORMATION

Upon the MassDEP's written request, the Permatedl furnish, within a reasonable time, any infation
necessary for determining whether cause existnéalifying, revoking and reissuing, or terminatihg permit, or
to determine compliance with the permit. Upon esguthe Permittee shall furnish to the MassDEResopf
records that the Permittee is required to retaithisypermit.

18. DUTY TO SUPPLEMENT

The Permittee, upon becoming aware that any relefeants were omitted or that incorrect informatioas
submitted in the permit application, shall prombmit such supplementary facts or corrected finftion. The
Permittee shall also provide additional informatésnnecessary to address any requirements thahbeagaplicable
to the facility after the date a complete renevpalligation was submitted but prior to release pf@posed permit.

The Permittee shall promptly, on discovery, reporthe MassDEP a material error or omission in @@oprds,
reports, plans, or other documents previously pexito the MassDEP.

19. TRANSFER OF OWNERSHIP OR OPERATION

This permit is not transferable by the permittekessdone in accordance with 310 CMR 7.00: Apped8)(a).
A change in ownership or operation control is cdad an administrative permit amendment if norathange in
the permit is necessary and provided that a wriigreement containing a specific date for tranefepermit
responsibility, coverage and liability between entrand new Permittee, has been submitted to tissMzP.
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20. PROPERTY RIGHTS

This permit does not convey any property rightarof sort, or any exclusive privilege.

21. INSPECTION AND ENTRY

Upon presentation of credentials and other docusnesntmay be required by law, the Permittee sHallvauthorized
representatives of the MassDEP and EPA to perfoeniallowing, as per 310 CMR 7.00: Appendix C(3)@)

(a) enter upon the Permittee's premises wher@arating permit source activity is located or emiss-related activity
is conducted, or where records must be kept uhéerdnditions of this permit;

(b) have access to and copy, at reasonable tanggecords that must be kept under the conditbttss permit;

(c) inspect at reasonable times any facilitiesjiggent (including monitoring and control equipmemiractices, or
operations regulated or required under this peamnit;

(d) Sample or monitor at reasonable times anytanbss or parameters for the purpose of assurimgl@nce with the
operating permit or applicable requirements a8pe6rCMR 7.00 Appendix C(3)(g)(12).

22. PERMIT AVAILABILITY

The Permittee shall have available at the facitilyall times, a copy of the materials listed ung8®® CMR 7.00:
Appendix C(10)(e) and shall provide a copy of tlenmt, including any amendments or attachmentsetbetupon
request by the MassDEP or EPA.

23. SEVERABILITY CLAUSE

The provisions of this permit are severable, arahif provision of this permit, or the applicatidreoy provision of this
permit to any circumstances is held invalid, thpligption of such provision to other circumstances] the remainder
of this permit, shall not be affected thereby.

24. EMERGENCY CONDITIONS

The Permittee shall be shielded from enforcemetiwradrought for noncompliance with technology tiisemission
limitations specified in this permit as a resultaof emergenéy In order to use emergency as an affirmativerdefeo
an action brought for noncompliance, the Permistesll demonstrate the affirmative defense througipgrly signed,

! Technology based emission limits are those estadli on the basis of emission reductions achiewatitle various control measures
or process changes (e.g., a hew source perfornséaedard) rather than those established to at&stfithbased air quality

2 An "emergency” means any situation arising fromidgm and reasonably unforeseeable events beyormdmirel of
the source, including acts of God, which situatimuld require immediate corrective action to restoormal operation, and
that causes the source to exceed a technology bastdion under the permit, due to unavoidabler@ases in emissions
attributable to the emergency. An emergency shalinclude noncompliance to the extent caused tpraperly designed
equipment, lack of preventative maintenance, cssebe improper operations, operator error or daecith keep operating
despite knowledge of any of these things.
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contemporaneous operating logs, or other relewadéece that:
(@) an emergency occurred and that the Perndittieédentify the cause(s) of the emergency;
(b) the permitted facility was at the time beprgperly operated;

(c) during the period of the emergency, the Piemitook all reasonable steps as expeditioughpssible, to minimize
levels of emissions that exceeded the emissiondatds, or other requirements in this permit; and

(d) the Permittee submitted notice of the emeargea the MassDEP within two (2) business dayshefttme when
emission limitations were exceeded due to the eenesg This notice must contain a description efémergency,
any steps taken to mitigate emission, and coreetitions taken.

If an emergency episode requires immediate ndiifioeto the Division of Hazardous Waste/Emergeneggonse and

the Emergency Response Planning Council, immeddattication to the appropriate parties should @@eas required
by law.

25. PERMIT DEVIATION

Deviations are instances where any permit condiiomnolated and not reported as an emergency potga
section 24 of this permit. Reporting a permit déeiais not an affirmative defense for action brioufpr
noncompliance. Any reporting requirements listed@able 6 of this Operating Permit shall supercééddllowing
deviation reporting requirements, if applicable.

The Permittee shall report to the MassDEP's Refiunaau of Waste Prevention the following deviasidrom
permit requirements, by telephone or fax, withireéh(3) days of discovery of such deviation:

* Unpermitted pollutant releases, excess emissionpagity exceedances measured directly by CEMS/COMS
by EPA reference methods or by other credible evidewhich are ten percent (10%) or more above the
emission limit.

» Exceedances of parameter limits established by @perating Permit or other approvals, where the
parameter limit is identified by the permit or apyal as surrogate for an emission limit.

e Exceedances of permit operational limitations diyeorrelated to excess emissions.

» Falilure to capture valid emissions or opacity mamig data or to maintain monitoring equipmentexguired
by statutes, regulations, your Operating Permittoer approvals.

e Falilure to perform QA/QC measures as required oy @perating Permit or other approvals for instrotee
that directly monitor compliance.

For all other deviations, three (3) day notificatie waived and is satisfied by the documentatmuired in the
subsequent Semi-Annual Monitoring Summary and fetion. Instructions and forms for reporting @gions
are found in the Massachusetts Department of Emwiemtal Protection Bureau of Waste Prevention Air
Operating Permit Reporting Kit, which is availatdehe permittee via the MassDEP’s website,
http://www.mass.gov/dep/air/approvals/agforms.htp#this report shall include the deviation, inchgli
those attributable to upset conditions as defindtieé permit, the probable cause of such devigtams the
corrective actions or preventative measures taken.

Deviations that were reported by telephonéax within 3 days of discovery, said deviatigisll also be
submitted in writing via the Operating Permit Déiia Report to the regional Bureau of Waste Pregant
within ten (10) days of discovery. For deviationdiich do not require 3 day verbal notificationl/da-up
reporting requirements are satisfied by the docuatien required in the aforementioned Semi-Annual
Monitoring Summary and Certification.
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26. OPERATIONAL FLEXIBILITY

The Permittee is allowed to make changes at thktyamnsistent with 42 U.S.C. §7401, 8502(b)(1@}x specifically

prohibited by the permit and in compliance withaglplicable requirements provided the permitteegihe EPA and
the MassDEP written notice fifteen days prior t@ sd@hange; notification is not required for exeraptivities listed at
310 CMR 7.00: Appendix C(5)(h) and (i). The notil®all comply with the requirements stated at 3MRC7.00:

Appendix C(7)(a) and will be appended to the fgcdipermit. The permit shield allowed for at 3CMR 7.00:

Appendix C(12) shall not apply to these changes.

27. MODIFICATIONS

(&) Administrative Amendments - The Permittee meake changes at the facility which are considededimistrative
amendments pursuant to 310 CMR 7.00: Appendix &)8)( provided they comply with the requirements
established at 310 CMR 7.00: Appendix C(8)(b).

(b) Minor Modifications - The Permittee may matteanges at the facility which are considered minodifications
pursuant to 310 CMR 7.00: Appendix C(8)(a)2.,predidhey comply with the requirements established1
CMR 7.00: Appendix C(8)(d).

(c) Significant Modifications - The Permittee mayake changes at the facility which are considergdificant
modifications pursuant to 310 CMR 7.00: Appendi8){)3., provided they comply with the requirements
established at 310 CMR 7.00: Appendix C(8)(c).

(d) No permit revision shall be required, undey approved economic incentives program, marketaleienits
program, emission trading program and other singitagrams or processes, for changes that are pawidthis
operating permit. A revision to the permit is neguired for increases in emissions that are aubdrby
allowances acquired pursuant to the Acid Rain Rwmgunder Title IV of the Act, provided that suckrieases do
not require an operating permit revision under a@thwer applicable requirement.

28. OZONE DEPLETING SUBSTANCES

This section contains air pollution control requients that are applicable to this facility, and thted
States Environmental Protection Agency enforcesaequirements.

A. The Permittee shall comply with the standardsdbeling of products using ozone-depleting
substances pursuant to 40 CFR Part 82, Subpart E:

1) All containers containing a class | or class lIstabce that is stored or transported, all products
containing a class | substance, and all productsttly manufactured with a class | substance
must bear the required warning statement if ieis¢pintroduced into interstate commerce
pursuant to 40 CFR 82.106.

2) The placement of the required warning statermergt comply with the requirements of 40
CFR 82.108.

3) The form of the label bearing the required wagnstatement must comply with the
requirements of 40 CFR 82.110.

4) No person may modify, remove or interfere viftd required warning statement except as
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29.

described in 40 CFR 82.112.

The Permittee shall comply with the standardsdaycling and emissions reduction pursuant to
40 CFR Part 82, Subpart F, except as provided @onvehicle air conditioners (MVAC) in
Subpart B:

1) Persons opening appliances for maintenance, sereuair or disposal must comply with the
required practices of 40 CFR 82.156.

2) Equipment used during the maintenance, servicajrrepdisposal of appliances must comply
with the standards for recycling and recovery eangipt of 40 CFR 82.158.

3) Persons performing maintenance, service, repdaisposal of appliances must be certified by
an approved technician certification program punst@40 CFR 82.161.

4) Persons disposing of small appliances, MVACs and¥@\like appliances (as defined in 40
CFR 82.152) must comply with recordkeeping requets of 40 CFR 82.166.

5) Persons owning commercial or industrial procestgezation equipment must comply with the
leak repair equipment requirements of 40 CFR 82.156

6) Owners/operators of appliances normally contaibid@r more pounds of refrigerant must
keep records of refrigerant purchased and addeuctoappliances pursuant to 40 CFR 82.166.

If the Permittee manufactures, transforms, importexports a class | or class Il substance, the
Permittee is subject to all the requirements asifipg in 40 CFR Part82, Subpart A, "Production
and Consumption Controls".

If the Permittee performs a service on motor (jleethicles when this service involves ozone-
depleting substance refrigerant (or regulated #ubstsubstance) in the motor vehicle air
conditioner (MVAC), the permittee is subject to thié applicable requirements as specified in 40
CFR Part 82, Subpart B, "Servicing of Motor Vehidd Conditioners". The term "motor
vehicle" as used in Subpart B does not includetaclesin which final assembly of the vehicle
has not been completed. The term "MVAC" as use8ubpart B does not include the air-tight
sealed refrigeration system used as refrigerategboar system used on passenger buses using
HCFC-22 refrigerant.

The Permittee shall be allowed to switch from amgre-depleting substance to any alternative

that is listed in the Significant New AlternativBesogram (SNAP) promulgated pursuant to 40
CFR Part 82, Subpart G, "Significant New Alternagwolicy Program".

PREVENTION OF ACCIDENTAL RELEASES

This section contains air pollution control requients that are applicable to this facility, and thted
States Environmental Protection Agency enforcesahequirements.

Your facility is subject to the requirements of theneral Duty Clause, under 112(r)(1) of the CAA
Amendments of 1990. This clause specifies that osvoeoperators of stationary sources producing,
processing, handling or storing a chemical in amgmgjity listed in 40 CFR Part 68 or any other axieby
hazardous substance have a general duty to idéwtidgrds associated with these substances and to
design, operate and maintain a safe facility, treoto prevent releases and to minimize the corsemps
of accidental releases which may occur.
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APPEAL CONDI TIONS FOR OPERATING PERM T

This Permit is an action of MassDEP. If you argregyed by this action, you may request an adjtoiga
hearing within 21 days of issuance of this Pernhit.addition, any person who participates in aniliou
participation process required by the Federal CksiamAct, 42 U.S.C. 87401, 8502(b)(6) or under 310
CMR 7.00: Appendix C(6), with respect to MassDHirial action on Operating Permits governing air
emissions, and who has standing to sue with respdoé matter pursuant to federal constitutioaal, Imay
initiate an adjudicatory hearing pursuant to Chap@A, and may obtain judicial review, pursuant to
Chapter 30A, of a final decision therein.

If an adjudicatory hearing is requested, the figcitiust continue to comply with all existing fedeaad
state applicable requirements to which the facifitgurrently subject, until a final decision isugd in the
case or the appeal is withdrawn. During this mkritbe Application shield shall remain in effeatdahe
facility shall not be in violation of the Act foiperating without a Permit.

Under 310 CMR 1.01(6)(b), the request must statarigl and concisely the facts which are the grodiods
the request, and the relief sought. Additiondtg request must state why the Permit is not camigvith
applicable laws and regulations.

The hearing request along with a valid check payabl The Commonwealth of Massachusetts in the
amount of one hundred dollars ($100.00) must béethéo:

The Commonwealth of Massachusetts
Department of Environmental Protection (MassDEP)
P.O. Box 4062
Boston, MA 02211

The request will be dismissed if the filing feenst paid unless the appellant is exempt or graatediver
as described below.

The filing fee is not required if the appellantisity or town (or municipal agency) county, ortdd of the
Commonwealth of Massachusetts, or a municipal hgusithority.

MassDEP may waive the adjudicatory hearing-filieg for a person who shows that paying the fee will
create an undue financial hardship. A person sgekiwaiver must file, together with the hearinguest
as provided above, an affidavit setting forth thet$ believed to support the claim of undue firanci
hardship.




